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BPC Central Small Diameter Package 4B 

Solicitation Number: CO-00370 

Job No.:  19-4539 

 
ADDENDUM 3 

Tuesday, October 20, 2020 

 

To Bidder of Record: 

 

This addendum, applicable to work referenced above, is an amendment to the bid proposal, plans and specifications and 

as such will be a part of and included in the Contract Documents. Acknowledge receipt of this addendum by entering the 

Addendum number and issue date on the space provided in submitted copies of the bid proposal.   

 

 

CHANGES TO THE SPECIFICATIONS 
 

1. INVITATION TO BIDDERS. The last paragraph of the Invitation to Bidders is deleted in its entirety and replaced with 

the following: 

 

Due to the COVID-19 emergency and to protect the health of the public, SAWS is implementing new procedures 

for the submission of bids. Bids will be received either Electronically or through Sealed bids, until 1:00 PM (CDT), 

October 27, 2020. Electronic bids will be received via the secure SAWS FTP site. Sealed bids will be received by 

Contract Administration, 2800 U.S. Hwy 281 North, Tower II, Customer Center Building, via a drop box located on 

the left wall when walking through the first set of double glass doors of the main Tower II entry on the north side 

of the building, San Antonio, Texas 78212. See the Electronic Bid Opening Instructions attachment for additional 

information regarding an electronic bid submittal. Electronic bids shall be accompanied by a bid bond in an amount 

not less than five percent of the total bid price. (Or, if providing SAWS with a cashier's check or certified check in an 

amount not less than five percent of the total bid price, SAWS will request this within 24 hours from the apparent 

low bidder. Sealed bids must be accompanied by a cashier's check, certified check, or bid bond in an amount not 

less than five percent of the total bid price. Bids will then be publicly opened and read aloud by Contract 

Administration via WebEx. 

 

If Bidders intend to submit bids electronically, Bidders will need to submit a request by October 26, 2020 1:00 PM 

CDT to receive access to the File Transfer Protocol (FTP) site via email to Roxanne.Lockhart@saws.org. Bidder’s 

email requesting access to the FTP site shall provide the legal name of Bidder’s company and the intended recipient’s 

email address and phone number. No requests for FTP site access will be accepted after October 26, 2020 1:00 PM 

(CDT). 

 

2. ELECTRONIC BID OPENING INSTRUCTIONS. Remove and Replace the Electronic Bid Opening Instructions with the 

attached. 

 

3. Bid Proposal 

Remove bid proposal in its entirety and replace with the attached version. The revised version should be used 

when submitting a bid for this project. The following items were updated: 

a. Item No. 1, Spec No. 103.1 quantity revised to “680”. 

b. Item No. 2, Spec No. 103.3 quantity revised to “1,964”. 

c. Item No. 3, Spec No. 203 quantity revised to “807”. 

d. Item No. 4, Spec No. 205.4 quantity revised to “7,471”. 

e. Item No. 5, Spec No. 206.1 quantity revised to “1,356”. 

f. Item No. 9, Spec No. 500.1 quantity revised to “680”. 
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g. Item No. 10, Spec No. 502.1 quantity revised to “147”. 

h. Item No. 12, Spec No. 503.5 quantity revised to “46”. 

i. Item No. 17, Spec No. 515.1 quantity revised to “120”. 

j. Item No. 18, Spec No. 516.1 quantity revised to “634”. 

k. Item No. 36, Spec No. 530.2 quantity revised to “7”. 

l. Item No. 48, Spec No. 852 quantity revised to “28”. 

m. Spec No. 535.1, “4 Inch Wide Yellow Line (w/ Reflectors) (COSA Spec)”, was removed. 

n. Spec No. 535.1, “8 Inch Wide White Line (w/ Reflectors) (COSA Spec)”, was removed. 

o. Item No. 38, “24 Inch Wide White Line (COSA Spec)”, Spec No. revised to “535.7”. 

p. Item No. 47, Spec No. 852 quantity revised to “25”. 

q. Item No. 58, Spec No. 864-S1 description revised to “Bypass Pumping – Site 209-2”. 

r. Remove Spec No. 900 “Pipe Bursting 8” Sanitary Sewer Pipe, 18’-25’ Deep”, and Replace with Item 

No. 79, Spec No. 900 “Pipe Bursting 15” Sanitary Sewer Pipe, 18’-25’ Deep”. 

s. Item No. 81, Spec No. 1109 quantity revised to “36”. 

 

4. Delete Special Provisions to SAWS Specifications, Item No. 865 Bypass Pumping – Small Diameter Sanitary Sewers, 

on Page SPTS-5, in its entirety and Replace with the following: 

 

“D.  SPECIAL PROVISIONS TO SAWS SPECIFICATIONS FOR WATER & SANITARY SEWER CONSTRUCTION ITEM 

NO. 865 (BYPASS PUMPING – SMALL DIAMETER SANITARY SEWERS) 

 

864.4      CONSTRUCTION 

 

ADD the following: 

 

26. Contractor is responsible for determining if suction or discharge manhole ring and cover has 

sufficient dimensions to accommodate bypass piping. Contractor shall remove ring and cover or 

cone as necessary to accommodate bypass piping. Upon completion of bypassing operations, 

Contractor shall replace existing manhole components to their original location and condition. 

 

27.  Flow data for segments with diameters 12-inch and greater is available and listed below.  The flow 

data are measured flows provided by SAWS.  Small diameter flow data is not available.   

 

Site Compkey 
Pipe 

Size (in) 

Average Dry 

Weather Flow 

(MGD) 

Peak Dry 

Weather Flow 

(MGD) 

Peak Wet 

Weather Flow 

(MGD) 

Pipe Full 

(MGD) 

208 2392369 15 0.126 0.211 2.30 1.47 

320-1 1060106 12 0.118 0.184 1.08 0.92 

320-2 1053729 12 0.109 0.168 1.01 1.03 

320-3 1054195 12 0.100 0.150 1.02 1.03 

 

864.7      MEASUREMENT 

 

ADD the following Bid Items to paragraph “1”  

 

Item 864-S1 – Bypass Pumping – Site ___ – lump sum 

 

                        All other language in specification 865 shall remain in full force.” 
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CHANGES TO THE PLANS 
 

1. Sheet G-003 

a. Replace sheet G-003 with attached.  

 

2. Sheet C-202 

a. Replace sheet C-202 with attached. The following revisions have been made: 

i. Remove “Trench Repair” callout and shading in plan view at WWMH 87445. 

ii. Remove “Trench Repair” text in callout at STA 3+25 and Replace with “Remove Tree (NSPI)”. 

iii. Remove Item 103.3 “Remove Concrete Sidewalks & Driveways (COSA Spec)” from Quantities 

Table. 

iv. Remove Item 203 “Tack Coat (COSA Spec)” from Quantities Table. 

v. Remove Item 205.4 “Hot Mix Asphaltic Concrete Pavement, Type D (2” Compacted Depth) 

(COSA Spec)” from Quantities Table. 

vi. Remove Item 502.1 “Concrete Sidewalks (COSA Spec)” from Quantities Table. 

vii. For Item 503.5 “Gravel Driveway (COSA Spec)”, Replace Quantity “3” with Quantity “25” in 

Quantities Table. 

viii. For Item 515.1 “Topsoil (COSA Spec)”, Replace Quantity “1” with Quantity “3” in Quantities 

Table. 

ix. For Item 516.1 “Bermuda Sodding (COSA Spec)”, Replace Quantity “6” with Quantity “19” in 

Quantities Table. 

 

3. Sheet C-205 

a. Replace sheet C-205 with attached. The following revisions have been made: 

i. Add callout “STA 4+30 Locate and Reconnect WW Service” to plan view at STA 4+30. 

ii. For Item 1109 “Service Reconnection (w/ Open Cut Excavation, 0’-10’ Depth, Including Up To 5 

LF of Lateral)”, Replace Quantity “7” with Quantity “8” in Quantities Table. 

iii. Remove Item 100 “Mobilization” from Quantities Table. 

 

4.  Sheet C-208 

a. Replace sheet C-208 with attached. The following revision has been made: 

i. Replace Item 900 Description “Pipe Bursting 8” Sanitary Sewer Pipe, 18’-25’” with “Pipe 

Bursting 15” Sanitary Sewer Pipe, 18’-25’ Deep” in Quantities Table. 

5. Sheet C-209.2 

a. Replace sheet C-209.2 with attached. The following revision has been made: 

i. Replace Item 864-S1 Description “Bypass Pumping – Site 209-1” with “Bypass Pumping – Site 

209-2” in Quantities Table. 

 

6. Sheet C-302 

a. Replace sheet C-302 with attached. The following revisions have been made: 

i. Remove Item 535.1 “4 Inch Wide Yellow Line (w/ Reflectors) (COSA Spec)” from Quantities 

Table. 

ii. Remove Item 535.1 “8 Inch Wide White Line (w/ Reflectors) (COSA Spec)” from Quantities 

Table. 

iii. Revise Item No. “537” to Item No. “535.7”.  

 

7. Sheet C-305.2 

a. Replace sheet C-305.2 with attached. The following revision has been made: 

i. Remove Item 851 “Adjusting Existing Manholes” from Quantities Table. 

 

8. Sheet C-307 

a. Replace sheet C-307 with attached. The following revisions have been made: 

i. Remove Item 103.1 “Remove Concrete Curb (COSA Spec)” from Quantities Table. 

ii. Remove Item 103.3 “Remove Concrete Sidewalks & Driveways (COSA Spec)” from Quantities 

Table. 

iii. Remove Item 500.1 “Concrete Curb (COSA Spec)” from Quantities Table. 
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iv. Remove Item 502.1 “Concrete Sidewalks (COSA Spec)” from Quantities Table. 

v. Add Item No. “851”, Description “Adjust Existing Manholes”, Quantity “1”, Unit “EA” to 

Quantities Table below Item 848. 

vi. For Item 852 “Sanitary Sewer Manhole (0’-6’) 4’ DIA”, Replace Quantity “2” with Quantity “1” 

in Quantities Table. 

vii. For Item 852 “Extra Depth Manholes (>6’)”, Replace Quantity “2” with Quantity “1” in 

Quantities Table. 

 

9. Sheet C-315 

a. Replace sheet C-315 with attached. The following revision has been made: 

i. Remove callout “Tree 20015 to be Removed” and tree removal hatching for Tree 15055 near 

STA 4+25 in plan view. 

 

10. Sheet C-317 

a. Replace sheet C-317 with attached. The following revisions have been made: 

i. Replace plan view title description of “208 LF” with “207 LF”. 

ii. For Item 203 “Tack Coat (COSA Spec)”, Replace Quantity “55” with Quantity “16” in Quantities 

Table. 

iii. For Item 205.4 “Hot Mix Asphaltic Concrete Pavement, Type D (2” Compacted Depth) (COSA 

Spec)”, Replace Quantity “546” with Quantity “158” in Quantities Table. 

iv. For Item 206.1 “Asphalt Treated Base (ATB) (10” Compacted Depth) (COSA Spec)”, Replace 

Quantity “421” with Quantity “124” in Quantities Table. 

 

11. Sheet C-323.1 

a. Replace sheet C-323.1 with attached. The following revisions have been made: 

i. For callout “PROP OPEN-CUT SEE SHEET C-321.1” near MH 87275, Replace “C-321.1” with “C-

323.2”. 

ii. Remove Item 535.1 “4 Inch Wide Yellow Line (w/ Reflectors) (COSA Spec)” from Quantities 

Table. 

iii. For Item 530.1, “Barricades, Signs, and Traffic Handling (COSA Spec) – Site 323-1 & 323-2, 

Replace Unit “MO” with “LS” in Quantities Table. 

iv. Units in Quantities Table revised to reflect updated Overall Quantities Table (G-003). 
 

 

CLARIFICATIONS 
 

1. Special Provisions (SP) to Technical Specifications (Pages SPTS 1 – 7) shall be re-lettered as follows:  

A. SP Item No. COSA 530 (Barricades, Signs, and Traffic Handling)  

B. SP Item No. COSA 540 (Temporary Erosion, Sedimentation and Water Pollution Prevention Control) 

C. SP Item No. SAWS 851 (Existing Manhole Adjustment) 

D. SP Item No. SAWS 865 (Bypass Pumping – Small Diameter Sanitary Sewers) – Addendum No. 3 

E. SP Item No. SAWS 900 (Pipe Bursting/Crushing Replacement Process) – Addendum No. 1 

F. SP Item No. SAWS 910 (Manhole Rehabilitation) 

G. SP Item No. SAWS 1103 (Point Repairs and Obstruction Removals) 

H. SP Item No. SAWS 1109 (Sanitary Sewer Laterals Stub Outs or Reconnections) – Addendum No. 1 

 

2. Note that the SAWS Standard Specifications for Construction Item for Bypass Pumping Small Diameter Sanitary 

Sewers is referenced in the Contract Documents as specification Item No. 865 with specification paragraphs 

labeled 864.1 through 864.8. Bypass Pumping Small Diameters is governed by the current SAWS specification 

found at: 

https://apps.saws.org/business_center/specs/constspecs/constspecs_2020/docs/865%20Small%20Diameter%

20Bypass%20Pumping.pdf and the Special Provisions to the SAWS Standard Specifications included in the 

Contract Documents and Addenda.  

 

3. The estimated cost for this project is $2,462,891, which is now reflected on the SAWS website at the following 

link: https://apps.saws.org/Business_Center/Contractsol/Drill.cfm?id=3876&View=Yes 
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END OF ADDENDUM 

 

This Addendum, including these _five_ (5) pages, is _twenty-one__ (21) pages with attachments in its entirety. 

Attachments:   

Electronic Bid Opening Instructions 

Bid Proposal 

Plan Sheets G-003, C-202, C-205, C-208, C-209.2, C-302, C-305.2, C-307, C-315, C-317, C-323.1 

 

____________________________________ 

Maridel Jimenez, PE  

Plummer (TBPE No. F-13) 
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BPC CENTRAL SMALL DIAMETER PACKAGE 4B: 

OPEN CUT REPLACEMENT AND PIPE BURSTING 

Solicitation Number: CO-00370 
 

ELECTRONIC BID OPENING INSTRUCTIONS 

 October 27, 2020 at 1:00 PM (CDT) 
 

FTP BID PROPOSAL UPLOAD 

In order to receive electronic bids for this project, SAWS will utilize a SAWS secured File Transfer Protocol 

(FTP) site.  Only Bidders bidding as Prime Contractors will need to submit their request prior to October 26, 

2020 at 1:00 PM (CDT) to receive access to the FTP site via email to Roxanne.Lockhart@saws.org.  Bidder’s 

email shall provide the legal name of the Bidder’s company and the intended recipient’s email address and 

phone number.  No requests for FTP site access will be accepted after October 26, 2020 at 1:00 PM (CDT).  

Once a Bidder is approved for access, an email with a hyperlink to the FTP site and a unique password for the 

Bidder will be provided to the Bidder’s email recipient. 
 

Once access is received, Bidders may upload the required documents per the Bid Proposal checklist any time 

before October 27, 2020 at 1:00 PM (CDT).  Please ensure to allow sufficient time should Bidder’s experience 

technical difficulties in uploading the required documents.  No changes to the Bid can be made once the Bid 

has been submitted. 
 

Bidders shall comply with the following when uploading a Bid Packet: 
1) Limit files to one (1) pdf file that includes all requested documents, per the Bid Packet Checklist.  ONLY ONE 

SUBMITTAL WILL BE ACCEPTED PER REQUEST.  Do not upload any zip files. 

2) Ensure that the itemized List of Bid Items is (are) the first page(s) of your file. 

3) Bidders may protect the document from editing by adding a password. However, the document must be accessible 

for viewing by SAWS without requiring a password. 

4) File shall be named: CO-00370 – BPC Central Small Diameter Package 4B: Open Cut Replacement and Pipe 

Bursting - <COMPANY NAME> 

5) DO NOT SHARE ACCESS AND/OR PASSWORD WITH OTHER PARTIES OUTSIDE YOUR COMPANY. 

6) ENSURE THE BID IS SENT NO LATER THAN THE DUE DATE AND TIME. BIDS SUBMITTED AFTER 

THE BID OPENING DEADLINE WILL NOT BE ACCEPTED. 

 

If the Bidder is in need of help, they may contact the SAWS Contract Administrator, Roxanne Lockhart, at 

(210) 233-3095 or view troubleshooting tips at http://www.Serv-U.com/sharefiles 
 

WEBEX BID OPENING MEETING 

The WebEx meeting details are below if you would like to view the public opening of the bids. 

When it's time, start or join the WebEx meeting from here. 

Access Information 

Meeting Number: 146 598 6447 

Meeting Password: 7ACpBmTWe27 

Audio Connection: +1-469-210-7159 United States Toll (Dallas) 

+1-408-418-9388 United States Toll 
 

If you have any questions or concerns, please feel free to contact me. 
 

Thank you, 
 

Roxanne Lockhart 

Contract Administrator 
2800 U.S. Highway 281 North, Ste. 171 | San Antonio, TX 78212 

Office | 210-233-3095 

Email | Roxanne.Lockhart@saws.org  
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Rev. 12/19 

BP-1 

BID PROPOSAL 
 
 

PROPOSAL OF   , a corporation 

a partnership consisting of ______________________________________________________________ 

an individual doing business as ___________________________________________________________ 

 
THE SAN ANTONIO WATER SYSTEM:  
Pursuant to Instructions and Invitation to Bidders, the undersigned proposes to furnish all labor and materials as 
specified and perform the work required for the project as specified, in accordance with the Plans and Specifications 
for the following prices in the bid proposal to wit: 

 
 

PLEASE SEE ATTACHED LIST OF BID ITEMS. 
 
 
   
      BIDDER’S SIGNATURE & TITLE 
   
 FIRM’S NAME (TYPE OR PRINT) 
   
 FIRM’S ADDRESS 
   
      FIRM’S PHONE NO. /FAX NO. 
   
      FIRM’S EMAIL ADDRESS 
 
 
The Contractor herein acknowledges receipt of the following: 
Addendum Nos.___________________  
 
 
OWNER RESERVES THE RIGHT TO ACCEPT THE OVERALL MOST RESPONSIBLE BID. 
 
The bidder offers to construct the Project in accordance with the Contract Documents for the contract price, and to 
complete the Project within 297 calendar days after the start date as set forth in the Authorization to Proceed.  The 
bidder understands and accepts the provisions of the contract Documents relating to liquidated damages of 
the project if not completed on time. 
 
Complete the additional requirements of the Bid Proposal which are included on the following pages. 
 

Statement on President’s Executive Orders 

 

Has your firm previously performed work subject to the President’s Executive Orders Numbers 11246 

and 11375 or any preceding similar executive orders (Numbers 10925 and 11114)? 
 

Yes         No   

 

Addendum 3
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Addendum 3 BP-2                                           

 

ITEM 

NO. 

SPEC NO. DESCRIPTION UNIT QTY UNIT PRICE TOTAL PRICE 

1 103.1 REMOVE CONCRETE CURB (COSA SPEC) LF 680 $ $ 

2 103.3 
REMOVE CONCRETE SIDEWALKS & DRIVEWAYS (COSA 
SPEC) 

SF 1,964 $ $ 

3 203 TACK COAT (COSA SPEC) GA 807 $ $ 

4 205.4 
HOT MIX ASPHALTIC CONCRETE PAVEMENT, TYPE D (2” 
COMPACTED DEPTH) (COSA SPEC) 

SY 7,471 $ $ 

5 206.1 
ASPHALT TREATED BASE (ATB) (10” COMPACTED 
DEPTH) (COSA SPEC) 

SY 1,356 $ $ 

6 208.1 
SALVAGING HAULING & STOCKPILING RECLAIMABLE 
ASPHALTIC PAVEMENT (2" DEPTH) (COSA SPEC) 

SY 5,417 $ $ 

7 209.1 CONCRETE PAVEMENT (COSA SPEC) SY 20 $ $ 

8 413.1 FLOWABLE FILL (LOW STRENGTH) (COSA SPEC) CY 392 $ $ 

9 500.1 CONCRETE CURB (COSA SPEC) LF 680 $ $ 

10 502.1 CONCRETE SIDEWALKS (COSA SPEC) SY 147 $ $ 

11 503.1 
PORTLAND CEMENT CONCRETE DRIVEWAYS (COSA 
SPEC) 

SY 33 $ $ 

12 503.5 GRAVEL DRIVEWAY (COSA SPEC) SY 46 $ $ 

13 505.1 CONCRETE RIPRAP (5" THICK) (COSA SPEC) SY 1 $ $ 

14 507.2 CHAIN LINK WIRE FENCE (6' HIGH) (COSA SPEC) LF 725 $ $ 

15 507.6 WOODEN FENCE (6' HIGH) (COSA SPEC) LF 70 $ $ 

16 509.1 METAL BEAM GUARD RAIL (COSA SPEC) LF 20 $ $ 

17 515.1 TOPSOIL (COSA SPEC) CY 120 $ $ 

18 516.1 BERMUDA SODDING (COSA SPEC) SY 634 $ $ 

19 530.1 
BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA 
SPEC) - SITE 202 

LS 1 $ $ 

20 530.1 
BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA 
SPEC) - SITE 204  

LS 1 $ $ 

21 530.1 
BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA 
SPEC) - SITE 206 

LS 1 $ $ 

22 530.1 
BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA 
SPEC) - SITE 208 

LS 1 $ $ 

23 530.1 
BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA 
SPEC) - SITE 209-1 & 209-2  

LS 1 $ $ 

24 530.1 
BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA 
SPEC) - SITE 301 & 317 

LS 1 $ $ 

25 530.1 
BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA 
SPEC) - SITE 302 

LS 1 $ $ 

26 530.1 
BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA 
SPEC) - SITE 305-1  

LS 1 $ $ 

27 530.1 
BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA 
SPEC) - SITE 305-2  

LS 1 $ $ 

28 530.1 
BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA 
SPEC) - SITE 306  

LS 1 $ $ 

29 530.1 
BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA 
SPEC) - SITE 307  

LS 1 $ $ 

30 530.1 
BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA 
SPEC) - SITE 308-1 

LS 1 $ $ 

31 530.1 
BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA 
SPEC) - SITE 308-2 

LS 1 $ $ 

32 530.1 
BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA 
SPEC) - SITE 315  

LS 1 $ $ 

33 530.1 
BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA 
SPEC) - SITE 319 

LS 1 $ $ 

34 530.1 
BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA 
SPEC) - SITE 320-1, 320-2, & 320-3 

LS 1 $ $ 

35 530.1 
BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA 
SPEC) - SITE 323-1 & 320-2 

LS 1 $ $ 

36 530.2 
BARRICADES, SIGNS, AND TRAFFIC HANDLING - 
PORTABLE ELECTRONIC MESSAGE BOARD (COSA 
SPEC) 

MO 7 $ $ 
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Addendum 3 BP-3 

ITEM 
NO. 

SPEC NO. DESCRIPTION UNIT QTY UNIT PRICE TOTAL PRICE 

37 535.1 8 INCH WIDE WHITE LINE (BIKE LANE) (COSA SPEC) LF 19 $ $ 

38 535.7 24 INCH WIDE WHITE LINE (COSA SPEC) LF 35 $ $ 

39 540 STORM WATER POLLUTION PREVENTION PLAN LS 1 $ $ 

40 550 TRENCH EXCAVATION SAFETY PROTECTION LF 3,500 $ $ 

41 801/802 TREE PROTECTION (COSA SPEC) LS 1 $ $ 

42 848 8” PVC SANITARY SEWER LINE. (0’-6’) LF 927 $ $ 

43 848 8” PVC SANITARY SEWER LINE. (6’-10’) LF 1,761 $ $ 

44 848 8” PVC SANITARY SEWER LINE. (10’-14’) LF 44 $ $ 

45 848 12” PVC SANITARY SEWER LINE (6’-10’) LF 768 $ $ 

46 851 ADJUSTING EXISTING MANHOLES EA 16 $ $ 

47 852 SANITARY SEWER MANHOLE (0' - 6') 4' DIA EA 25 $ $ 

48 852 EXTRA DEPTH MANHOLES (> 6') VF 28 $ $ 

49 854 SANITARY SEWER LATERALS (SDR 26, ASTM D2241) LF 1,586 $ $ 

50 854.1 TWO-WAY SANITARY SEWER CLEAN-OUT EA 68 $ $ 

51 860 VERTICAL STACKS VF 100 $ $ 

52 864-S1 BYPASS PUMPING - SITE 202 LS 1 $ $ 

53 864-S1 BYPASS PUMPING - SITE 204 LS 1 $ $ 

54 864-S1 BYPASS PUMPING - SITE 205 LS 1 $ $ 

55 864-S1 BYPASS PUMPING - SITE 206 LS 1 $ $ 

56 864-S1 BYPASS PUMPING - SITE 208 LS 1 $ $ 

57 864-S1 BYPASS PUMPING - SITE 209-1 LS 1 $ $ 

58 864-S1 BYPASS PUMPING - SITE 209-2 LS 1 $ $ 

59 864-S1 BYPASS PUMPING - SITE 301 LS 1 $ $ 

60 864-S1 BYPASS PUMPING - SITE 302 LS 1 $ $ 

61 864-S1 BYPASS PUMPING - SITE 305-1 LS 1 $ $ 

62 864-S1 BYPASS PUMPING - SITE 305-2 LS 1 $ $ 

63 864-S1 BYPASS PUMPING - SITE 306 LS 1 $ $ 

64 864-S1 BYPASS PUMPING - SITE 307 LS 1 $ $ 

65 864-S1 BYPASS PUMPING - SITE 308-1 LS 1 $ $ 

66 864-S1 BYPASS PUMPING - SITE 308-2 LS 1 $ $ 

67 864-S1 BYPASS PUMPING - SITE 315 LS 1 $ $ 

68 864-S1 BYPASS PUMPING - SITE 317 LS 1 $ $ 

69 864-S1 BYPASS PUMPING - SITE 319 LS 1 $ $ 

70 864-S1 BYPASS PUMPING - SITE 320-1 LS 1 $ $ 

71 864-S1 BYPASS PUMPING - SITE 320-2 LS 1 $ $ 

72 864-S1 BYPASS PUMPING - SITE 320-3 LS 1 $ $ 

73 864-S1 BYPASS PUMPING - SITE 323-1 LS 1 $ $ 



       
 
    BPC Central Small Diameter Package 4B 
    Solicitation No. CO-00370 
    SAWS Job No. 19-4539  

 Addendum 3 BP-4 

ITEM 
NO. 

SPEC NO. DESCRIPTION UNIT QTY UNIT PRICE TOTAL PRICE 

74 864-S1 BYPASS PUMPING - SITE 323-2 LS 1 $ $ 

75 866 
SEWER MAIN PRE-TELEVISION INSPECTION (8" - 21" 
DIAMETER) 

LF 2,051 $ $ 

76 866 
SEWER MAIN POST-TELEVISION INSPECTION (8" - 21" 
DIAMETER) 

LF 3,500 $ $ 

77 900 PIPE BURSTING 8" SANITARY SEWER PIPE, 0'-10' DEEP LF 1,435 $ $ 

78 900 PIPE BURSTING 10" SANITARY SEWER PIPE, 0'-10' DEEP LF 283 $ $ 

79 900 PIPE BURSTING 15" SANITARY SEWER PIPE, 18'-25' DEEP LF 333 $ $ 

80 910 MANHOLE REHABILITATION VF 126 $ $ 

81 1109 
SERVICE RECONNECTION, (W/ OPEN CUT EXCAVATION, 
0'-10' DEPTH, INCLUDING UP TO 5 LF OF LATERAL) 

EA 36 $ $ 

82 1109 
SERVICE RECONNECTION, (W/ OPEN CUT OR 
TRENCHLESS EXCAVATION, 18'-25' DEPTH, INCLUDING 
UP TO 5 LF OF LATERAL) 

EA 5 $ $ 

83 3000 HANDLING ASBESTOS CEMENT PIPE LF 80 $ $ 

84 SP-1000 UTILITY POLE BRACING EA 8 $ $ 

                                                                                                                                           SUBTOTAL (ITEMS 1 · 84)     
 

$ 

 

 

ITEM 

NO. 

SPEC NO. DESCRIPTION UNIT QTY UNIT PRICE TOTAL PRICE 

85 100 
MOBILIZATION AND DEMOBILIZATION, MAX 10% OF 
LINE ITEMS 1-84 

LS 1 $ $ 

86 101 
PREPARATION OF RIGHT – OF – WAY, MAX 5% OF 
LINE ITEMS 1-84 

LS 1 $ $ 

                                                                                                                                          SUBTOTAL (ITEMS 85 · 86) 
 

$ 

 

Mobilization and Prep of ROW shall be limited to the maximum percentage shown. If the percentage exceeds the allowable 

maximum stated for mobilization and preparation of ROW, SAWS reserves the right to cap the amount at the percentages 

shown and adjust the extensions of the bid items accordingly. 
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NUMBER ITEM DESCRIPTION

TOTAL

QUANTITIES

UNIT

1 103.1

REMOVE CONCRETE CURB (COSA SPEC)

680

LF

2 103.3

REMOVE CONCRETE SIDEWALKS & DRIVEWAYS (COSA SPEC)
1,964 SF

3 203

TACK COAT (COSA SPEC)

807

GA

4 205.4

HOT MIX ASPHALTIC CONCRETE PAVEMENT, TYPE D (2” COMPACTED DEPTH) (COSA SPEC)
7,471 SY

5 206.1

ASPHALT TREATED BASE (ATB) (10” COMPACTED DEPTH) (COSA SPEC)
1,356 SY

6 208.1

SALVAGING HAULING & STOCKPILING RECLAIMABLE ASPHALTIC PAVEMENT(2" DEPTH) (COSA SPEC)
5,417 SY

7 209.1

CONCRETE PAVEMENT (COSA SPEC)

20

SY

8 413.1

FLOWABLE FILL (LOW STRENGTH) (COSA SPEC)

392

CY

9 500.1

CONCRETE CURB (COSA SPEC)

680

LF

10 502.1

CONCRETE SIDEWALKS (COSA SPEC)

147

SY

11 503.1

PORTLAND CEMENT CONCRETE DRIVEWAYS (COSA SPEC)

33

SY

12 503.5

GRAVEL DRIVEWAY (COSA SPEC)

46

SY

13 505.1

CONCRETE RIPRAP (5" THICK) (COSA SPEC)

1

SY

14 507.2

CHAIN LINK WIRE FENCE (6' HIGH) (COSA SPEC)

725

LF

15 507.6

WOODEN FENCE (6' HIGH) (COSA SPEC)

70

LF

16 509.1

METAL BEAM GUARD RAIL (COSA SPEC)

20

LF

17 515.1

TOPSOIL (COSA SPEC)

120

CY

18 516.1

BERMUDA SODDING (COSA SPEC)

634

SY

19 530.1

BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA SPEC) - SITE 202

1

LS

20 530.1

BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA SPEC) - SITE 204

1

LS

21 530.1

BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA SPEC) - SITE 206

1

LS

22 530.1

BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA SPEC) - SITE 208

1

LS

23 530.1

BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA SPEC) - SITE 209-1 & 209-2

1

LS

24 530.1

BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA SPEC) - SITE 301 & 317

1

LS

25 530.1

BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA SPEC) - SITE 302

1

LS

26 530.1

BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA SPEC) - SITE 305-1

1

LS

27 530.1

BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA SPEC) - SITE 305-2

1

LS

28 530.1

BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA SPEC) - SITE 306

1

LS

29 530.1

BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA SPEC) - SITE 307

1

LS

30 530.1

BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA SPEC) - SITE 308-1

1

LS

31 530.1

BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA SPEC) - SITE 308-2

1

LS

32 530.1

BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA SPEC) - SITE 315

1

LS

33 530.1

BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA SPEC) - SITE 319

1

LS

34 530.1

BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA SPEC) - SITE 320-1, 320-2, & 320-3

1

LS

35 530.1

BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA SPEC) - SITE 323-1 & 323-2

1

LS

36 530.2

BARRICADES, SIGNS, AND TRAFFIC HANDLING - PORTABLE ELECTRONIC MESSAGE BOARD (COSA SPEC)

7

MO

37 535.1

8 INCH WIDE WHITE LINE(BIKE LANE) (COSA SPEC)

19

LF

38

24 INCH WIDE WHITE LINE (COSA SPEC)

35

LF

39 540 STORM WATER POLLUTION PREVENTION PLAN 1

LS

40 550 TRENCH EXCAVATION SAFETY PROTECTION

3,500 LF

41 801/802

TREE PROTECTION (COSA SPEC)

1

LS

42 848

8” PVC SANITARY SEWER LINE. (0’-6’)

927

LF

43 848

8” PVC SANITARY SEWER LINE. (6’-10’)
1,761 LF

44 848

8” PVC SANITARY SEWER LINE. (10’-14’)

44

LF

45 848

12” PVC SANITARY SEWER LINE.(6’-10’)

768

LF

46 851 ADJUSTING EXISTING MANHOLES 16

EA

47 852

SANITARY SEWER MANHOLE (0' - 6') 4' DIA

25

EA

48 852

EXTRA DEPTH MANHOLES (> 6')

28

VF

49 854

SANITARY SEWER LATERALS (SDR 26, ASTM D2241)
1,586 LF

50 854.1 TWO-WAY SANITARY SEWER CLEAN-OUT 68

EA

51 860 VERTICAL STACKS 100

VF

52 864-S1 BYPASS PUMPING - SITE 202 1

LS

53 864-S1 BYPASS PUMPING - SITE 204 1

LS

54 864-S1 BYPASS PUMPING - SITE 205 1

LS

55 864-S1 BYPASS PUMPING - SITE 206 1

LS

56 864-S1 BYPASS PUMPING - SITE 208 1

LS

57 864-S1 BYPASS PUMPING - SITE 209-1 1

LS

58 864-S1 BYPASS PUMPING - SITE 209-2 1

LS

59 864-S1 BYPASS PUMPING - SITE 301 1

LS

60 864-S1 BYPASS PUMPING - SITE 302 1

LS

61 864-S1 BYPASS PUMPING - SITE 305-1 1

LS

62 864-S1 BYPASS PUMPING - SITE 305-2 1

LS

63 864-S1 BYPASS PUMPING - SITE 306 1

LS

64 864-S1 BYPASS PUMPING - SITE 307 1

LS

65 864-S1 BYPASS PUMPING - SITE 308-1 1

LS

66 864-S1 BYPASS PUMPING - SITE 308-2 1

LS

67 864-S1 BYPASS PUMPING - SITE 315 1

LS

68 864-S1 BYPASS PUMPING - SITE 317 1

LS

69 864-S1 BYPASS PUMPING - SITE 319 1

LS

70 864-S1 BYPASS PUMPING - SITE 320-1 1

LS

71 864-S1 BYPASS PUMPING - SITE 320-2 1

LS

72 864-S1 BYPASS PUMPING - SITE 320-3 1

LS

73 864-S1 BYPASS PUMPING - SITE 323-1 1

LS

74 864-S1 BYPASS PUMPING - SITE 323-2 1

LS

75 866

SEWER MAIN PRE-TELEVISION INSPECTION (8" - 21" DIAMETER)
2,051 LF

76 866

SEWER MAIN POST-TELEVISION INSPECTION (8" - 21" DIAMETER)
3,500 LF

77 900

PIPE BURSTING 8" SANITARY SEWER PIPE, 0'-10' DEEP 1,435 LF

78 900

PIPE BURSTING 10" SANITARY SEWER PIPE, 0'-10' DEEP

283

LF

79 900

PIPE BURSTING 15" SANITARY SEWER PIPE, 18'-25' DEEP

333

LF

80 910 MANHOLE REHABILITATION 126

VF

81 1109

SERVICE RECONNECTION, (W/ OPEN CUT EXCAVATION, 0'-10' DEPTH, INCLUDING UP TO 5 LF OF LATERAL)

36

EA

82 1109

SERVICE RECONNECTION, (W/ OPEN CUT OR TRENCHLESS EXCAVATION, 18'-25' DEPTH, INCLUDING UP

TO 5 LF OF LATERAL)

5

EA

83 3000 HANDLING ASBESTOS CEMENT PIPE 80

LF

84 SP-1000 UTILITY POLE BRACING 8

EA
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POINT NO TAG NO TREE SIZE TREE TYPE DRIP DIA
20000 2660 14" MTIASH 30'
20001 2661 19" CHI 30'
20002 2662 10" CHI 30'
20003 2663 11" HAK 40'
20004 2664 13" MTIHAK 30'
20005 7" HAK 30'
20006 2665 17" MTIHAK 40'
20007 2666 10" MTIHAK 30'
20008 2667 7" HAK 30'
20009 2668 6" HAK 20'
20010 2669 8" HAK 30'
20011 2670 6" HAK 20'
20012 2671 8" HAK 30'
20013 2672 13" HAK 20'
20014 23" PALM 30'
20015 2673 14" CHI 30'
20016 2674 6" CHI 30'
20017 2675 7" HAK 30'

ITEM DESCRIPTION QUANTITY UNIT

503.5

GRAVEL DRIVEWAY (COSA SPEC)

25 SY

515.1

TOPSOIL (COSA SPEC)

3 CY

516.1

BERMUDA SODDING (COSA SPEC)

19 SY

530.1

BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA SPEC) - SITE 202

1 LS

851 ADJUSTING EXISTING MANHOLES 2 EA

864-S1 BYPASS PUMPING - SITE 202 1 LS

866

SEWER MAIN PRE-TELEVISION INSPECTION (8" - 21" DIAMETER)

283 LF

900
PIPE BURSTING 10" SANITARY SEWER PIPE, 0'-10' DEEP

283 LF

910 MANHOLE REHABILITATION 14 VF

1109

SERVICE RECONNECTION, (W/ OPEN CUT EXCAVATION, 0'-10' DEPTH, INCLUDING UP TO 5 LF OF LATERAL)

8 EA
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POINT NO TAG NO TREE SIZE TREE TYPE DRIP DIA
20018 2676 18" MES 50'
20019 2677 12" MTICRP 30'
20020 2677 18" HAK 50'
20021 2679 12" MISC 40'
20022 26" MTICED 30'
20023 14" PEC 30'
20024 24" CHI 20'
20025 24" CHI 20'

ITEM NO. DESCRIPTION QUANTITY UNIT

203

TACK COAT (COSA SPEC)

4 GA

205.4

HOT MIX ASPHALTIC CONCRETE PAVEMENT, TYPE D (2” COMPACTED DEPTH) (COSA SPEC)

42 SY

507.2

CHAIN LINK WIRE FENCE (6' HIGH) (COSA SPEC)

15 LF

507.6

WOODEN FENCE (6' HIGH) (COSA SPEC)

10 LF

851 ADJUSTING EXISTING MANHOLES 2 EA

864-S1 BYPASS PUMPING - SITE 205 1 LS

866

SEWER MAIN PRE-TELEVISION INSPECTION (8" - 21" DIAMETER)

349 LF

900
PIPE BURSTING 8" SANITARY SEWER PIPE, 0'-10' DEEP

349 LF

910 MANHOLE REHABILITATION 10 VF

1109

SERVICE RECONNECTION, (W/ OPEN CUT EXCAVATION, 0'-10' DEPTH, INCLUDING UP TO 5 LF OF LATERAL)

8 EA

SP-1000 UTILITY POLE BRACING 4 EA
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POINT
NO

TAG
NO

TREE
SIZE

TREE
TYPE

DRIP
DIA

5664 16" ASH 40'
5665 18" PAL 20'
5669 31" OAK 60'
5670 21" OAK 60'
5671 12" ELM 30'
5673 18" ASH 40'
5693 18" ASH 40'

ITEM

NO.

DESCRIPTION QUANTITY UNIT

103.1

REMOVE CONCRETE CURB (COSA SPEC)

25 LF

103.3

REMOVE CONCRETE SIDEWALKS & DRIVEWAYS (COSA SPEC)

121 SF

203

TACK COAT (COSA SPEC)

7 GA

205.4

HOT MIX ASPHALTIC CONCRETE PAVEMENT, TYPE D (2” COMPACTED DEPTH) (COSA SPEC)

74 SY

500.1

CONCRETE CURB (COSA SPEC)

25 LF

502.1

CONCRETE SIDEWALKS (COSA SPEC)

9 SY

503.1

PORTLAND CEMENT CONCRETE DRIVEWAYS (COSA SPEC)

5 SY

515.1

TOPSOIL (COSA SPEC)

4 CY

516.1

BERMUDA SODDING (COSA SPEC)

27 SY

530.1

BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA SPEC) - SITE 208

1 LS

851 ADJUSTING EXISTING MANHOLES 3 EA

854

SANITARY SEWER LATERALS (SDR 26, ASTM D2241)

48 LF

860 VERTICAL STACKS 100 VF

864-S1 BYPASS PUMPING - SITE 208 1 LS

866

SEWER MAIN PRE-TELEVISION INSPECTION (8" - 21" DIAMETER)

333 LF

900
PIPE BURSTING 15" SANITARY SEWER PIPE, 18'-25' DEEP

333 LF

910 MANHOLE REHABILITATION 44 VF

1109

SERVICE RECONNECTION, (W/ OPEN CUT OR TRENCHLESS EXCAVATION, 18'-25' DEPTH,

INCLUDING UP TO 5 LF OF LATERAL)

5 EA
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POINT NO TAG NO TREE SIZE TREE TYPE DRIP DIA
20086 1228 10" OAK 30'
20087 1229 16" ASH 45'
20089 1227 26" ASH 40'
20091 1226 7" ASH 15'
20092 1225 4" MTL 15'
20093 3" OAK 10'
20094 16" OAK 35'
20095 3" MTL 5'
20096 3" CRP 5'
20097 4" CRP 5'
20098 3" MTICRP 5'
20099 3" MTICRP 5'
20100 34" OAK 70'

ITEM NO. DESCRIPTION
QUANTITY UNIT

203

TACK COAT (COSA SPEC)

4 GA

205.4

HOT MIX ASPHALTIC CONCRETE PAVEMENT, TYPE D (2” COMPACTED DEPTH) (COSA SPEC)

44 SY

851 ADJUSTING EXISTING MANHOLES 2 EA

864-S1 BYPASS PUMPING - SITE 209-2 1 LS

866

SEWER MAIN PRE-TELEVISION INSPECTION (8" - 21" DIAMETER)

331 LF

900
PIPE BURSTING 8" SANITARY SEWER PIPE, 0'-10' DEEP

331 LF

910 MANHOLE REHABILITATION 14 VF

1109

SERVICE RECONNECTION, (W/ OPEN CUT EXCAVATION, 0'-10' DEPTH, INCLUDING UP TO 5 LF OF LATERAL)

8 EA
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ITEM NO. DESCRIPTION
QUANTITY UNIT

103.1

REMOVE CONCRETE CURB (COSA SPEC)

5

LF

103.3

REMOVE CONCRETE SIDEWALKS & DRIVEWAYS (COSA SPEC)

19

SF

203

TACK COAT (COSA SPEC)

6

GA

205.4

HOT MIX ASPHALTIC CONCRETE PAVEMENT, TYPE D (2” COMPACTED DEPTH) (COSA SPEC)

59

SY

206.1

ASPHALT TREATED BASE (ATB) (10” COMPACTED DEPTH) (COSA SPEC)

47

SY

413.1

FLOWABLE FILL (LOW STRENGTH) (COSA SPEC)

14

CY

500.1

CONCRETE CURB (COSA SPEC)

5

LF

502.1

CONCRETE SIDEWALKS (COSA SPEC)

2

SY

515.1

TOPSOIL (COSA SPEC)

1

CY

516.1

BERMUDA SODDING (COSA SPEC)

3

SY

530.1

BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA SPEC) - SITE 302

1

LS

24 INCH WIDE WHITE LINE (COSA SPEC)
35

LF

550 TRENCH EXCAVATION SAFETY PROTECTION 60

LF

848

8” PVC SANITARY SEWER LINE. (0’-6’)

60

LF

852

SANITARY SEWER MANHOLE (0' - 6') 4' DIA

2

EA

852

EXTRA DEPTH MANHOLES (> 6')

1

VF

854

SANITARY SEWER LATERALS (SDR 26, ASTM D2241)

25

LF

854.1 TWO-WAY SANITARY SEWER CLEAN-OUT 1

EA

864-S1 BYPASS PUMPING - SITE 302 1

LS

866

SEWER MAIN POST-TELEVISION INSPECTION (8" - 21" DIAMETER)

60

LF
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POINT NO TAG NO TREE SIZE TREE TYPE DRIP DIA

1650 19" CYR 40'
1651 4" CRP 10'
1652 4" CRP 10'
1653 4" CRP 10'
1654 4" CRP 10'
1655 4" CRP 10'
1656 4" CRP 10'
1657 4" CRP 10'
1658 5" PLUM 15'
1659 8" HAK 20'
1660 5" HAK 15'
1661 29" ASH 30'
1662 32" ASH 40'

ITEM

NO.

DESCRIPTION
QUANTITY UNIT

103.1

REMOVE CONCRETE CURB (COSA SPEC)

391

LF

103.3

REMOVE CONCRETE SIDEWALKS & DRIVEWAYS (COSA

SPEC)

185

SF

203

TACK COAT (COSA SPEC)

1

GA

205.4

HOT MIX ASPHALTIC CONCRETE PAVEMENT, TYPE

D (2” COMPACTED DEPTH) (COSA SPEC)

10

SY

206.1

ASPHALT TREATED BASE (ATB) (10” COMPACTED

DEPTH) (COSA SPEC)

8

SY

413.1

FLOWABLE FILL (LOW STRENGTH) (COSA SPEC)

228

CY

500.1
CONCRETE CURB (COSA SPEC)

391

LF

502.1
CONCRETE SIDEWALKS (COSA SPEC)

21

SY

507.2

CHAIN LINK WIRE FENCE (6' HIGH) (COSA SPEC)

270

LF

515.1

TOPSOIL (COSA SPEC)

36

CY

516.1

BERMUDA SODDING (COSA SPEC)

217

SY

530.1

BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA

SPEC) - SITE 305-2

1

LS

550 TRENCH EXCAVATION SAFETY PROTECTION 394

LF

848

8” PVC SANITARY SEWER LINE. (6’-10’)

394

LF

852

SANITARY SEWER MANHOLE (0' - 6') 4' DIA

1

EA

852

EXTRA DEPTH MANHOLES (> 6')

1

VF

864-S1 BYPASS PUMPING - SITE 305-2 1

LS

866

SEWER MAIN POST-TELEVISION INSPECTION (8" - 21"

DIAMETER)

394

LF

SP-1000 UTILITY POLE BRACING 2

EA
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ITEM

NO.

DESCRIPTION QUANTITY UNIT

203

TACK COAT (COSA SPEC)

4

GA

205.4

HOT MIX ASPHALTIC CONCRETE PAVEMENT, TYPE D (2” COMPACTED DEPTH) (COSA SPEC)

39

SY

206.1

ASPHALT TREATED BASE (ATB) (10” COMPACTED DEPTH) (COSA SPEC)

31

SY

413.1

FLOWABLE FILL (LOW STRENGTH) (COSA SPEC)

21

CY

530.1

BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA SPEC) - SITE 307

1

LS

535.1

8 INCH WIDE WHITE LINE(BIKE LANE) (COSA SPEC)

19

LF

550 TRENCH EXCAVATION SAFETY PROTECTION 32

LF

848
8” PVC SANITARY SEWER LINE. (6’-10’)

32

LF

851 ADJUSTING EXISTING MANHOLES 1

EA

852

SANITARY SEWER MANHOLE (0' - 6') 4' DIA

1

EA

852

EXTRA DEPTH MANHOLES (> 6')

VF

864-S1 BYPASS PUMPING - SITE 307 1

LS

866

SEWER MAIN POST-TELEVISION INSPECTION (8" - 21" DIAMETER)

32

LF

910 MANHOLE REHABILITATION 7

VF

3000 HANDLING ASBESTOS CEMENT PIPE 5

LF
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POINT NO TAG NO TREE SIZE TREE TYPE DRIP DIA

15054 15" HAK 30'
15055 12" HAK 30'
15058 12" HAK 30'
15059 7" HAK 30'
15060 10" HAK 40'
15061 6" HAK 15'
15078 7" HAK 20'
15079 10" HAK 20'
15080 6" HAK 15'
15081 14" CHB 30'
15086 24" HAK 30'
15087 14" HAK 30'
15088 6" LIG 20'
15089 8" HAK 15'
15090 12" HAK 25'
15091 12" HAK 25'
15092 17" HAK 35'

ITEM

NO.

DESCRIPTION
QUANTITY UNIT

103.1

REMOVE CONCRETE CURB (COSA SPEC)

5

LF

103.3

REMOVE CONCRETE SIDEWALKS &

DRIVEWAYS (COSA SPEC)

25

SF

203

TACK COAT (COSA SPEC)

2

GA

205.4

HOT MIX ASPHALTIC CONCRETE

PAVEMENT, TYPE D (2” COMPACTED

DEPTH) (COSA SPEC)

16

SY

206.1

ASPHALT TREATED BASE (ATB)

(10” COMPACTED DEPTH) (COSA SPEC)

13

SY

500.1

CONCRETE CURB (COSA SPEC)

5

LF

502.1

CONCRETE SIDEWALKS (COSA SPEC)

3

SY

507.2

CHAIN LINK WIRE FENCE (6' HIGH) (COSA

SPEC)

390

LF

507.6

WOODEN FENCE (6' HIGH) (COSA SPEC)

60

LF

515.1

TOPSOIL (COSA SPEC)

39

CY

516.1

BERMUDA SODDING (COSA SPEC)

234

SY

530.1

BARRICADES, SIGNS, AND TRAFFIC

HANDLING  (COSA SPEC) - SITE 315

1

LS

550

TRENCH EXCAVATION SAFETY

PROTECTION

401

LF

848

8” PVC SANITARY SEWER LINE. (6’-10’)

401

LF

852

SANITARY SEWER MANHOLE (0' - 6') 4'

DIA

2

EA

852

EXTRA DEPTH MANHOLES (> 6')

1

VF

854

SANITARY SEWER LATERALS (SDR 26,

ASTM D2241)

97

LF

854.1 TWO-WAY SANITARY SEWER CLEAN-OUT 11

EA

864-S1 BYPASS PUMPING - SITE 315 1

LS

866

SEWER MAIN POST-TELEVISION

INSPECTION (8" - 21" DIAMETER)

401

LF
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POINT NO TAG NO TREE SIZE TREE TYPE DRIP DIA

6649 14" CED 25'
6651 10" PEC 20'
6652 24" OAK 45'
6703 15" CHI 40'
6704 10" PEC 15'
8837 12" TR CHI 20'

15003 8" HAK 20'
15004 12" HAK 20'
15005 11" HAK 20'
15006 9" HAK 30'

ITEM NO. DESCRIPTION
QUANTITY

UNIT

103.1

REMOVE CONCRETE CURB (COSA SPEC)

14

LF

103.3
REMOVE CONCRETE SIDEWALKS & DRIVEWAYS (COSA SPEC)

167

SF

203
TACK COAT (COSA SPEC)

16

GA

205.4

HOT MIX ASPHALTIC CONCRETE PAVEMENT, TYPE D (2” COMPACTED DEPTH) (COSA SPEC)

158

SY

206.1

ASPHALT TREATED BASE (ATB) (10” COMPACTED DEPTH) (COSA SPEC)

124

SY

500.1

CONCRETE CURB (COSA SPEC)

14

LF

502.1

CONCRETE SIDEWALKS (COSA SPEC)

10

SY

503.1

PORTLAND CEMENT CONCRETE DRIVEWAYS (COSA SPEC)

9

SY

503.5

GRAVEL DRIVEWAY (COSA SPEC)

21

SY

515.1

TOPSOIL (COSA SPEC)

10

CY

516.1

BERMUDA SODDING (COSA SPEC)

58

SY

550 TRENCH EXCAVATION SAFETY PROTECTION 207

LF

848

8” PVC SANITARY SEWER LINE. (6’-10’)

207

LF

852

SANITARY SEWER MANHOLE (0' - 6') 4' DIA

1

EA

854

SANITARY SEWER LATERALS (SDR 26, ASTM D2241)

306

LF

854.1 TWO-WAY SANITARY SEWER CLEAN-OUT 7

EA

864-S1 BYPASS PUMPING - SITE 317 1

LS

866

SEWER MAIN POST-TELEVISION INSPECTION (8" - 21" DIAMETER)

207

LF
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ITEM NO. DESCRIPTION QUANTITY UNIT

103.1

REMOVE CONCRETE CURB (COSA SPEC)

15

LF

103.3

REMOVE CONCRETE SIDEWALKS & DRIVEWAYS (COSA SPEC)

55

SF

203

TACK COAT (COSA SPEC)

17

GA

205.4

HOT MIX ASPHALTIC CONCRETE PAVEMENT, TYPE D (2” COMPACTED DEPTH) (COSA SPEC)

173

SY

206.1

ASPHALT TREATED BASE (ATB) (10” COMPACTED DEPTH) (COSA SPEC)

127

SY

413.1

FLOWABLE FILL (LOW STRENGTH) (COSA SPEC)

17

CY

500.1

CONCRETE CURB (COSA SPEC)

15

LF

502.1

CONCRETE SIDEWALKS (COSA SPEC)

4

SY

503.1

PORTLAND CEMENT CONCRETE DRIVEWAYS (COSA SPEC)

2

SY

515.1

TOPSOIL (COSA SPEC)

1

CY

516.1

BERMUDA SODDING (COSA SPEC)

3

SY

530.1

BARRICADES, SIGNS, AND TRAFFIC HANDLING  (COSA SPEC) - SITE 323-1 & 323-2

1

 LS

550 TRENCH EXCAVATION SAFETY PROTECTION 270

LF

848
8” PVC SANITARY SEWER LINE. (0’-6’)

270

LF

852

SANITARY SEWER MANHOLE (0' - 6') 4' DIA

2

EA

852

EXTRA DEPTH MANHOLES (> 6')

2

VF

854

SANITARY SEWER LATERALS (SDR 26, ASTM D2241)

81

LF

854.1 TWO-WAY SANITARY SEWER CLEAN-OUT 3

EA

864-S1 BYPASS PUMPING - SITE 323-1 1

LS

866

SEWER MAIN POST-TELEVISION INSPECTION (8" - 21" DIAMETER)

270

LF

3000 HANDLING ASBESTOS CEMENT PIPE 15

LF


