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SIZE OF STEEL PIPING SHALL BE DETERMINED BY ENGINEER.2.

20" OR GREATER.  OTHERWISE GATE VALVES WILL BE INSTALLED.

BUTTERFLY VALVES WILL BE USED ONLY IF DIAMETER OF STEEL PIPING IS1.
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ELEVATED STORAGE TANK - FLOOR PLAN


