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SAMPLE POINT
S.S. PLATE FOR P.O.E.
LASER ENGRAVED 8"X10"

1 OF1
SHEET

VALVE
3/4" BALL 

3/4" BALL VALVE

3/4" TEE

3/4" BALL VALVE
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SAMPLE TAP DETAIL


