
AND STEEL EXHAUST FLANGE

ALUMINUM CENTER VENT

SAN ANTONIO WATER SYSTEM
SAN ANTONIO, TEXAS

DD-903-13

PROVIDE GASKET

EQUALLY SPACED,

3/4" DIA. X 2" S.S. BOLTS,

TANK ROOF

DE WELDEPLAT
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RATES

BASED ON MAXIMUM FLOW

DETERMINED BY ENGINEER

IN DIAMETER OR LARGER IF

ALUMINUM VENT MUST BE 24"

MECHANISM AND INSECT SCREENS

PRESSURE - VACUUM RELIEF 

AST MODEL ALUMINUM VENT WITH 
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ALUMINUM COVER VENT DETAIL


