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48" MIN.

42"

84"

60"

EBUT SSECCA
RETEMA DI"06

PIPE (TYP.)
GALVANIZED STEEL
1 1/2" SCHEDULE 40

SERRATED (TYPE 19-W-4)
WELDED BAR GRATING
1 1/2"X3/16" GALVANIZED

48" MIN.

WITH CABLE SAFETY CLIMB
ROOF ACCESS LADDER

SAFETY CLIMB
LADDER WITH CABLE

VENT WITH INSECT SCREEN
2’x3’ REMOVABLE LOUVER

BOTTOM MANHOLE ACCESS LADDER

UPPER LANDING PLATFORM

CUT OUT
2’-8"X7’-0"

SECTION A-A

32"

OVERFLOW PIPE
HOSE CONNECTED TO 
DRIP PAN WITH 1 1/2" DRAIN
GALVANIZED CONDENSATE

A

A

CLIMB
SAFETYCABLE WITH 

ROOF ACCESS LADDER

SERRATED (TYPE 19-W-4)
WELDED BAR GRATING
1 1/2"X3/16" GALVANIZED

ACCESS TUBE
60" DIAMETER

 

STEEL PIPE (TYP.)
1 1/2" SCHEDULE 40 GALVANIZED


