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DD-903-22 SAN ANTONIO WATER SYSTEM
SAN ANTONIO, TEXAS

REVISED:

APPROVED:
MARCH 2011

PRESSURE GAUGE

FITTING

GAUGE COCK

1/4" UNION

SNUBBER

BUSHING

1/4" BALL VALVE

1/4" BRASS NIPPLE

0700LFSS-40-02-L-D-12

  # MODELTRERICE

. WATER OF FEET AND (PSI) INCH SQUAREPER

S POUND IN PRESSURE READ MUST GAUGESALL.2

. MIN 4" A AT FILLED GLYCOL BE TO GAUGESALL.1

:NOTE

0 - 160

PRESSURE GAUGE

STAINLESS STEEL

0 20 -0

S GRADATIONMAXIMUM

T FOO 2 IN WATER OFFEET
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