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34" G.1. NIPPLE, THD. (2 LONG)
34" CAP, THD.

%" 3000* THR.COUPLING
Y5 NIPPLE, THD.(6" LONG)
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FOUNDATION DETAIL INDICATES
Yo" EXPANSION JOINT SILICON MATERIAL

TOP OF RINGWALL
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PROPERTY OF

SAN ANTONIO WATER SYSTEM
SAN ANTONIO, TEXAS

LEVEL MEASUREMENT
GAUGE HOOK UF
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